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LODI CITY COUNCIL 
Carnegie Forum 

305 West Pine Street, Lodi 
TM  

"SHIRTSLEEVE" SESSION 
Date:    December 9, 2008 

Time:    7:00 a.m. 

For information regarding this Agenda please contact: 
Randi Johl 
City Clerk 

Telephone: (209) 333-6702 

 
NOTE:  All staff reports or other written documentation relating to each item of business referred to on the agenda 
are on file in the Office of the City Clerk, located at 221 W. Pine Street, Lodi, and are available for public 
inspection.  If requested, the agenda shall be made available in appropriate alternative formats to persons with a 
disability, as required by Section 202 of the Americans with Disabilities Act of 1990 (42 U.S.C. Sec.  12132), and 
the federal rules and regulations adopted in implementation thereof.  To make a request for disability-related 
modification or accommodation contact the City Clerk’s Office as soon as possible and at least 24 hours prior to 
the meeting date.  
 
 

Informal Informational Meeting 
 
 
 
A. Roll Call by City Clerk 
 
 
B. Topic(s) 
 

B-1 West 60kV Power Line Project – Preferred Alternative Routing Study (EUD) 
 
 
C. Comments by Public on Non-Agenda Items 
 
 
D. Adjournment 
 
 
Pursuant to Section 54954.2(a) of the Government Code of the State of California, this agenda was posted 
at least 72 hours in advance of the scheduled meeting at a public place freely accessible to the public 24 
hours a day. 
 
 
 
 

   ______________________________ 
       Randi Johl 
       City Clerk 
 



 

 
 

APPROVED: __________________________________ 
 Blair King, City Manager 

CITY OF LODI 
COUNCIL COMMUNICATION    
 

TM 

 
AGENDA TITLE: West 60KV Power Line Project -- Preferred Alternative Routing Study  
             
MEETING DATE: December 9, 2008  
 
PREPARED BY: Electric Utility Director 
 

 
RECOMMENDED ACTION: Receive a presentation by the Electric Utility Department conveying 

the results of a recent study of the previously identified “preferred 
routing” alternative for the West 60KV Power Line Project 

 
BACKGROUND INFORMATION: On June 20, 2007, the City Council awarded a contract to Auriga 

Corporation (Auriga) of Milpitas, California to provide conceptual 
routing and siting evaluation, alternative and right-of-way analyses, 

issue identification, cost/benefit studies, and other related recommendations for a potential transmission 
line from west Lodi to the vicinity of the City’s White Slough Water Treatment Facility near I-5.  A variety 
of alternative routes were analyzed by Auriga who submitted the final report in January 30, 2008.   
 
Staff reviewed the final report and evaluated the seven (7) transmission alternative routes as presented 
by Auriga. Both Auriga and the Electric Utility Department (EUD) recommended Alternative 7 as the 
preferred alternative. Background on this report and the Preferred Alternative was presented to the City 
Council on February 5, 2008 during a Shirtsleeve Session.  Attached to this Council Communication is a 
detailed description of Alternative 7. This is not the same route that the Council previously considered for 
a transmission line along Highway 12. The recommended route generally runs from the White Slough 
Water Treatment Plant across I-5 south of Flag City, north of Kingdon Airport and along Harney lane to 
the westside of the Southwest Gateway Project.  
 
On March 5, 2008, the City Council awarded a second contract to Auriga to further study the feasibility of 
constructing Alternative 7.  Tasks included communicating/negotiating/interfacing with property owners, 
other utilities, state and county agencies, permitting authorities and other key stakeholders.  Auriga 
completed this work and documented their findings in a report provided to EUD in mid-September 2008. 
(Report attached.) 
 
The report concludes that Alternative 7 remains the recommended “Preferred Alternative”. No fatal flaws 
or obstructions were identified that would prevent a power line from being built along this route. A new 
power line along Alternative 7 would improve electric reliability, be less cost, and likely have minimal 
environmental impacts. All required permits, agreements and land rights can be obtained from involved 
agencies and property owners. 
 
If affirmative direction is received, work can begin to comply with the California Environmental Quality Act 
(CEQA) and to undertake detailed engineering of the project with a goal of constructing a project to be 
operational no later than the 2011-2012 timeframe. 
 
 

 

________________________ 
George F. Morrow 

Electric Utility Director 
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Executive Summary

As a result of previous study findings, the City of Lodi's Electric Utility Department (EUD)

has determined that significant reliability improvements and economic benefits would be

achieved if a power line was constructed between the White Slough area and the proposed

Westside Substation at Kettleman Lane and Lower Sacramento Road in the City of Lodi.

The objective of this study was to explore the specific permitting requirements and land right

acquisitions that would be required on line route Alternative #7 of the 2007 study performed

by Auriga Corporation. That route had been found to be superior to all other routes that had

been previously explored during past studies. The goal of this study was to determine if that

route could become the "Preferred Alternative" of a proposed power line project.

Study activities included meeting with Pacific Gas & Electric, the Federal Aviation

Administration, San Joaquin County, City of Lodi Community Development, Cal Trans, and

the private property owners that rights of way would be needed. The goal of each meeting

was to establish open lines of communication, discuss the electric utility department's plans,

verify the permitting requirements of constructing a power line, and get their overall

feedback on the proposed project.

All of the tasks and deliverables planned for this study were successfully completed. The

positive, open lines of communication that were established with the federal, state, and

regional agencies and private property owners during this study will prove to be invaluable

during the development of a project. The feedback received from the key stakeholders

assisted the Study team in modifying the project plans in order to fit the specific rules and

regulations.

The Study team has determined that previous study's Alternative #7 is still the

recommended "Preferred Alternative" line route between the White Slough area and the City

of Lodi's proposed Westside Substation. The study reaffirmed that Alternative #7 will

improve electric system reliability, it is the least cost line route, the minimal environmental

impacts can be mitigated, and all of the required permits, agreements and land rights can be

acquired from the agencies and property owners.

Proprietary and Confidential Auriga Corporation
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1 Introduction

1.1 Study Objective

ln 2007, the City of Lodi (City), through its Electric Utility Department (EUD),

completed a study to research the routing options, the potential impacts, and the

mitigation required to permit and construct a 60kV electric power line from the White

Slough area adjacent to lnterstate 5 to the proposed Westside Substation near

Kettleman Lane and Lower Sacramento Road. The study was performed by Robert

Streich, Principal lnvestigator for Auriga Corporation.

The EUD presented the results of that study to the City of Lodi City Council at a

Shirtsleeve Session on February 5, 2008, sharing the needs, various route

alternatives, and the benefits and risks surrounding the proposed project.

Figure 1: Line Route Alternatives ldentified during 2007 Study

Proprietary and Confidential Auriga Corporation
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1,1 Study Objective (continued)

The objective of this study was to focus exclusively on the 2007 Study's Line Route

Alternative #7. That route was believed to be superior to all other routes and

potentially becoming the "Preferred Alternative" of a proposed project.

Activities included the exploration of the specific permitting and land rights that the

proposed "Preferred Alternative" route would require. Then, meet with each of those

key stakeholder agencies and land owners to establish open lines of communication,

discuss the City's plans, and get their feedback on the plans.

The feedback received during the key stakeholder meetings will be used to modify

the plans prior to the EUD staff presenting any project requests to the City of Lodi

City Council.

Proprietary and Confidential Auriga Corporation
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1.2 Study Scope of Servíces

Scoping Session meetings were held with federal, state, and regional government

agencies, local utilities, and the four private property owners that land rights may be

needed if a project is pursued. The major factors that were discussed with each key

stakeholder were technical, environmental, land rights, and project roles and

responsibilities.

Feedback from these key stakeholders will assist the City of Lodi in gaining an

understanding of any concerns or issues that the stakeholders may have prior to the

EUD formalizing plans for consideration by the City of Lodi City Council.

This report encapsulates the results of those scoping sessions and the findings that

will be used in the preparation for a project application.

Item Descriotion Deliverable
I f,repare presentations and supporting

locuments that will be used to communicate
:he proiect descriotion.

lustomized presentations that
uill fit the specific agency or
rropertv owner.

2 Vleet with the 4-5 land owners that right of
/vays may be needed. Share the proposed
¡lans, preliminary design and placement of
ãcilities.

ncludes discussions on the
:ypical process for a municipality
rcquiring land rights from a
rrivate land owner.

3 rresent the City's project plans to PG&E.
\egotiate the role each will play and their
ìcope of work on the power proiect.

\cquire a written confirmation of
he role and scope of work each
¡roanization will have.

4 )resent the City's project plans to the Airport
Sommission. Reach agreement on the
lroper placement of facilities that are in the
\i rport's iurisd iction.

ìeach an agreement of the
lermit terms and requirements.

5 )resent the City's project plans to the San
Joaquin County Permit Center.

\cquire a written agreement of
he permit terms and
'equirements.

6 )resent the City's project plans to CalTrans
br anv lines in their iurisdiction.

\cquire agreement of the permit
rerms and requirements.

Proprietary and Confidential Auriga Corporation
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1.3 Proposed "Preferred Alternative" Line Route Description

After reviewing all of the line route alternatives that were identified and researched

during past studies, the EUD staff selected one route, Alternative #7, which

deserved additional attention and research.

Based on the information at the time of this report, the line route that is described

below meets all of the EUD objectives of constructing a high capacity power line

from the White Slough area to the proposed Westside Substation, in a cost effective,

environmentally sensitive approach.

This line route was shared at the agency and land owner scoping sessions and

meetings. Also, all of the research, information, and conclusions in this final report

are based on this route.

ln order to clearly identifo the line's specific location, the route has been split into

three sections. The proposed line route is described in text description by line

section, by quantity of joint and solely attached poles (Fig. 2), and a parcel map

view, (Fig. 3: "Proposed Preferred Alternative Line Route").

Figure 2: Estimated Pole Count, by Line Secúíon

Line Section Joint Poles w/ PG&E EUD Sole Attachment Total Poles, Secfion

I 9 I 17

2 23 I 31

3 I 21 29

TOTAL 40 37 77

Proprietary and Confidential Auriga Corporation
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1,3 Proposed "Preferred Alternative" Line Route Description (continued)

Note: Specific line lengths and pole locations are preliminary and are subject to change.

Line Section I
1.1.Start at the line's easternmost interconnection po¡nt, Westside Substation,

located on the southeast corner of Kettleman Lane and Westside Drive.

1.2.The 60kV line leaves Westside Substation and proceeds west 1,000 feet on
the south side of Kettleman Lane to a private road.

1 .3. The line turns south on a private road and continues 4,800' to Harney Lane.

Line Section 2

2.1The line turns west on the north side of Harney Lane and continues 12,000'to
DeVries Road.

2.2The line then turns south on the west side of DeVries Road for 1,300' to
Tredway Road.

2.3Ïhe line heads west on the north side of Tredway Road for 5,300' to Ray Rd.

Line Section 3

3.1Then the line turns south onto private property for 4,000'between Tredway
Road and North Thornton Avenue.

3.2The line then crosses North Thornton Road and continues west on City of
Lodi property for 2,000'.

3.3The line crosses lnterstate 5 in the same location as an existing PG&E 12kV
Distribution line crossing.

3.4Then, the line continues west on City of Lodi property for ',l,300' to the NCPA
STIG #2 Substation near White Slough.

Proprietary and Confidential Auriga Corporation
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1.4 Proposed "Preferred Alternative" Line Route Map
Note: Larger scale maps of the route can be found in Section 5.5, "Line Route Base Maps".
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Figure 3: Proposed "Preferred Alternative" Line Route Map
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2 Key Stakeholder Scoping Sessions

Scoping Session meetings were held with federal, state, and regional government

agencies, local utilities, and the four property owners from whom land rights may be

needed if a project is pursued. The major factors that were discussed with each key

stakeholder were technical, environmental, land rights, and project roles and

responsibilities.

Feedback from these key stakeholders will assist the City of Lodi in gaining an

understanding of any concerns or issues that the key stakeholders may have prior to

the EUD formalizing plans for consideration by the City of Lodi City Council.

A Communication Plan was developed prior to meeting with agencies and land

owners. The decision was made to meet with all agencies and utilities first to obtain

their affirmation that the line route is feasible. This strategy proved to be very

successful in delivering a clear presentation to the land owners with a high level of

confidence and specific, credible, information.

2.1 Pacific Gas & Electric (PG&E)

On May 19th, members of the EUD staff met with representatives of PG&E's North

Valley Operation Maintenance & Construction staff. The objective of the meeting

was for the EUD to share the preliminary project plans with PG&E and to have open

dialogue about the best approach to take during project development and

construction.

During the meeting, the following principles and understandings were agreed upon

by both parties:

. The City of Lodi and PG&E will utilize the policies and procedures stated in

the Joint Pole Association's Agreement for initiating all Distribution pole work.

Proprietary and Confidential 10 Auriga Corporation
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2.1 Pacific Gas & Electric (PG&E) (continued)

. The proposed "Preferred Alternative" line route does not interfere with the
ability for PG&E to operate their electric system or serve their customers.

o The City of Lodi and PG&E will cooperate in the timely design and
construction of the project.

o The City of Lodi will act as Lead Agency on the proposed project, including all
permitting, detail design, public works bidding, contract administration, and
construction on the proposed project.

o PG&E will review, approve, and inspect the design and transfer of PG&E's
Distribution facilities on all Joint Pole locations of the project.

. The City of Lodi will attempt to minimize the disruption of service to PG&E
and its'customers during the project.

o The City of Lodi is willing to coordinate any pending PG&E maintenance tags
on the facilities involved in the project.

These understandings were later captured and confirmed as acceptable in a letter

dated July 7, 2008, sent by Lodi Electric Utility Director, George Morrow, to Lorene

Harden, Director of PG&E's North Valley Region (Exhibit 3.1).

Then, on July 22,2008, Ms. Harden confirmed that the contents and agreements

that were stated in the July 7th letter had been reviewed by both herself and other

staff members and that it is agreed to.

The positive, open relationship created over the past several months and the

acceptance of the project understandings is a major milestone that will assist in the

development and construction of a project in the near future.

Proprietary and Confidential 11 Auriga Corporation
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2.2 Northern California Power Agency (NCPA)

Although the interconnection into STIG #2 was not part of the scope of this study,

contacts were made with NCPA to update them on the plans and progress of the

proposed 60kV line.

Proposed NCPA STIG #2 230kV Tap Interconnection

A modification to the existing NCPA STIG #2 Substation would be required for an

interconnection of the Lodi West 60kV Power Line. A new substation bay and buss

extension would be required in order to accommodate the installation of the

230/60kV transformer bank and breakers necessary for the interconnection.

The interconnection at the NCPA substation site is a critical component of the overall

project. Ongoing communication between the EUD and NCPA staffs must continue

as the proposed power line project proceeds into the development phase.

2.3 Federal Aviation Administration (FAA)

Line Section 2.3 (see Section l.4 "Proposed Preferred Alternative Line Route

Description") of the proposed 60kV line is within the jurisdiction of the Federal

Aviation Administration (FAA), the organization that reviews and approves any new

facilities that are planned in the "Area of lnfluence" near a public airport. The runway

at Kingdon Airpark is approximately 1,600' south of Line Section 2.3, which falls

within the Area of lnfluence and requires FAA approval.

Applications for a Feasibility Study were submitted by the consultant to the FAA

Western Regional office in Hawthorne, CA, for the nine (9) proposed power pole

locations, as denoted by the aerial map in Figure 4.

Proprietary and Confidential 12 Auriga Corporation
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2.3 Federal Aviation Administration (FAA) (continued)

Figure 4: Poles Submitted for FAA Feasibility Study

The response and comments received from the FAA are described in a letter, dated

July 2,2008 (Exhibit 5.3). lt stated, with respect to the proposed pole locations and

related facilities, "structure heights at these locations will not exceed the FAR Part

77 obstruction standard".

The findings by the FAA on the proposed pole locations on Tredway are a major

milestone for this study. lt will allow the EUD to proceed with the detail design of an

overhead line on Tredway Road.

Once the specific pole locations and height of the structures is determined, an

"Application for Construction of a Permanent Structure" will have to be submitted for

each pole location within the FAA's Sphere of lnfluence". The application should be

approved, as long as the structure height does not increase from the 50 foot height

submitted during the Feasibility Study

Proprietary and Confidential 13 Auriga Corporation
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2.4 Sfafe of California Department of Transportation (CalTrans)

The State of California Department of Transportation (CalTrans) conducted a

Feasibility Study on the two (2) proposed line sections that are within CalTrans

highway jurisdiction. They are Line Section 1.1, alongside State Route 12, and Line

Section 3.3, crossing lnterstate 5.

CalTrans reviewed the plans to see whether the 60kV line would be allowed in the

proposed areas. lf the line was found to be in an allowable area, the CalTrans

Planning Engineers then reviewed the typical setbacks and other special conditions

that may be required.

Conclusions

. On State Route 12, within Post Miles (PM) 8.8 - 11.3, is defined as an

"Access Controlled Area". The EUD would have to apply for a Design

Exception Review at CalTrans Headquarters in Sacramento, if poles were

proposed between the mile posts.

= Note: The line route proposed in this study does not have any poles

located within mile posts 8.8 - 11.3, thus avoiding the need to apply for

a Design Exception with CalTrans.

. For poles placed on State Route 12 outside of the mile posts stated above,

the poles would have to be placed 32' from the Edge of Traveled Way.

The EUD will be required to submit applications for an Encroachment Permit for the

Construction phase of the project and a permanent Public Utility Easement for the

placement of facilities in the CalTrans jurisdictional areas. The application should be

approved as long as the requirements shown above are met.

Proprietary and Confidential 14 Auriga Corporation
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2.5 San Joaquin County; Planning and Public Works

A majority of the line route is planned to be placed in the existing Public Utility

Easements on San Joaquin County roads. Therefore, their review of the route plan

was critical to the approval and permitting of the line.

On May 20th, the proposed project plans and line route maps were presented to the

San Joaquin County Planning Department and the Public Works Department for

their review and feedback.

The County's initial response was that the poles would have to be placed 18 feet

from the edge of the paved roadway. lf that were required, EUD would need to

acquire private property rights outside of the existing utility easements.

Since the existing set-back for utility poles in the planned route area is 3 - I feet, an

appeal was made to have the County reconsider their position. After visiting the site,

they agreed that their desired 18' setback was not feasible and that the EUD could

apply for placing the proposed poles in the existing 3 - 8 foot setback from the edge

of the roadway.

2.6 City of Lodi Community Development

Proposed plans and the line route were presented to members of the City of Lodi's

Community Development Department on May 22nd. They reviewed the plans and

provided the following observations:

. The proposed line route would be incompatible with the Southwest Gateway

Annexation Final Environmental lmpact Report (FEIR) if the line goes through

the development. Rather than risking re-opening and modifying the FEIR, the

line was re-routed to avoid going through Southwest Gateway.

Proprietary and Confidential 15 Auriga Corporation
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2.6 City of Lodi Community Development (continued)

o The planned school site has been revised and now sits on the westerly edge

of the Southwest Gateway development. The line will be required to maintain

100 feet from the edge of the school site.

. lf the EUD proceeds with the project, an Environmental lmpact Report

following California Environmental Quality Act (CEOA) guidelines is strongly

recommended.

o The City of Lodi would be the Lead Agency on the project. The Community

Development Dept. typically leads the preparation and communication of the

environmental document. They would like to discuss further the roles that

they will play with the EUD.

o There is speculation that additional land to the west of the Southwest

Gateway area will be annexed and developed sometime in the long term

future. By placing the proposed line route on the westerly edge of the current

city limit would allow for Planners to design a utility corridor and streetscape

to accommodate the utility needs.

Proprietary and Confidential 16 Auriga Corporation
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2.7 Land Owners and Developers

Meetings were held with four (4) land owners and one (1) developer during this set

of scoping session meetings. The land owner information is not shown in this report

in order to maintain confidentiality of personal information. The information will be

provided to the EUD Director for future communication needs.

Land Owners

A meeting was scheduled with each of the land owners and developer separately.

The agenda for each meeting was to share the following items with them and

request their feedback:

1. Review City of Lodi letter explaining purpose of the meeting. (Exhibit 3.5)

2. An overview of the proposed project plans.

3. The location of the proposed line route that is on their property.
(A map of the line route was provided to each land owner)

4. The process that would occur if acquisition of a right of way is necessary.

Outcome of Land Owner Meetinqs

Each of the four meetings with the land owners was very positive. Each appeared to

understand the need for the proposed project and was appreciative to receive

specific information on how the planned route relates to their property. The feedback

was consistent with all four land owners:

. Concern for the visual impact that the line would have on the value of their

property.

. Concern for the placement of the line to avoid conflicting with its current use

and for future development of the property.

ln summary, the EUD and the land owners must maintain the open communication

that was accomplished during this study as the planning of the project moves

fonryard.

Proprietary and Confidential 17 Auriga Corporation
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2,8 Land Owners and Developers (continued)

This will assure that the placement of the facilities on their property is achieved for

the benefit of both the City and the land owners.

Developer

Frontier Community Builders (FCB) is the planned developer of the Southwest

Gateway Annexation property. The proposed line route and plans were presented to

them at their office.

An earlier version of the line route was planned to leave Westside Substation to the

south within the Public Utility Easement on the streets of the Southwest Gateway

development. FCB objected to those plans due to the negative visual impact that the

line would have on the development.

Based on the feedback received from FCB, the original line route was modified and

re-routed onto private property near the westerly edge of the planned development.

The proposed line no longer enters into the Southwest Gateway development.

Although FCB suggested that they would prefer the line be placed even further west,

such as Davis Road, in order to accommodate future development, the plan to move

the line outside of the Southwest Gateway development seems to be an acceptable

compromise.
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3 Conclusions

All of the study's planned tasks of communicating with the key stakeholders were

accomplished. Plus, receiving constructive, objective feedback from each

stakeholder met the deliverables that were planned for this study with positive

results.

Although the information delivered and the resulting feedback from the stakeholders

is preliminary, there were no fatal flaws or obstructions identified that would prevent

a power line from being built along the proposed route.

These study findings and deliverables will assist the EUD in communicating clear

information to the City Council, City departments, other permitting agencies,

developers, and land owners.

4 Next Steps

ln order to continue the progress of meeting the objectives of building a high

capacity, cost effective power line, the EUD should consider these next steps:

. Maintain the open communications with the key stakeholders and provide
regularly scheduled updates on the planned project's progress.

. Prepare a presentation of the study's results that will be presented to the
City Council in the future.

r Prepare a Detailed Cost Estimate (+l- 10%) of the proposed 60kV power line
segment of the project.

. Prepare Design specifications for the proposed project in preparation for the
Environmental Impact Report.

. Prepare requests for proposals and identify qualified contractors for the
environmental, land acquisition, technical design, and construction functions
that may be contracted.
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5 Exhibits

CITY COUNCIL

JOANNE MOUNCE, Mayor
LARRY D. HANSEN,

Meyor Pro Temporê

SUSAN HITCHCOCK
BOB JOHNSON
PHIL KATZAKIAN

BLAIR KING, City Manager

RANDI JOHL, Cify Clerk

D. STEPHEN SCHWABAUER,
C¡ty Attorney

5.1 Letter to PG&E re: Proposed 60kV Proiect

CITY OF LODI

ELECTRIC UTILITY DEPARTMENÏ
GEORGE F. MORROW, DIRECTOR

1331 SOUTH HAM LANE
LODI, CALIFORNIASS242

July 7, 2008

Lorene Harden
Director, Maintenance & Construction
Pacific Gas & Electric Company
P.O. Box 930
Stockton, CA 95201

Dear lorene,

Thank you and your stafffor taking the time to meet with I¡di Electic Utility staffon May 19,
2008 regarding the City of Iodi's plarured West Lodi 60kV Transmission Project.

Althougb the plans that we shared with you at the meeting are conceptral and subject to cbange, I
wanted to take a moment to confirm the business principles and understandings that I believe we
agreed upon at the meeting:

1 . The City of Lodi and PG&E will utilize the policies and procedures stated in the Joint
Pole Association's Agreement for initiating atl Distribution pole work.

2. The proposed'?referred Altsmative Line Route" does not interfere with the ability for
PG&E to operate its electric system or serve its customers,

3' The City of Indi and PG&E will cooperate in the timely desip aod construction of the
project.

4. The City of tndi will act as Lead Agency on the proposed project, including all
permitting detail design, public works bidding, contract administration, and construction
of the proposed project.

5. PG&E will review, approve, and inspect the design and transfer of PG&E's distribution
facilities on all Joint Pole locations ofthe project.

6. The City of Lodi will atûempt to minimize the disruption of service to PG&E and its
customers during the project.
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LodiWest 60kV Power Line
Preferred Alternative Line Route Study

5.2 Response from PG&E re: Proposed 60kV Proiect

From:
"Harden, Lorene R" <LRW5@PGE.COM>

lAdd to Address Bookl
To:

"George Morrow (Lodi EUD)" <gmorrow@lodielectric.com>

GC:
"Harden, Lorene R" <LRWS@PGE.COM>, <rstreich@rfsutilityconsulting.com>, "Fernandez,
Marsial" <MRF2@PGE.COM>, "To, Brian" <BMT2@PGE.COM>, "Lang, Michael (E&M)"
<MML1@PGE.COM>

Subject:
RE: Lodi's Planned 60KV Lines

Date:
Tuesday, July 22,2008 ô:05:05 PM

[View Source]

George,

Thank you for the recent letter following up on our May 19 meeting. The letter and its
contents/agreements have been reviewed by both myself and others in attendance that day. lt is
what we discussed and agreed.

lf you need to discuss anything further, please feel free to contact me.

Lorene Harden
Director, Maintenance & Construction
PG&E - Area 5
209-942-1456
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LodiWest 60kV Power Line
Preferred Alternative Line Route Study

SÈuctnre:
Loc¿tio¡r:
Latihrde:
Longitude:
Heights:

Sþnrure Coutrol No: 5?6915-10!292lJs
K¡¡enMcDouald
Specialist

Attachueut(r)
¡trdditioual Information
ItIap(Ð

Aeronautical Stttdl' ìtlo.
1008-A1VP-1491ÐE

(FSE)

5.3 FAA Letter: Resulfs of Feasibility Study

Federal Aviation Admìn istration
Air Traffrc Ai¡rpace Brancb, ASIÃ'-J2O
2601b{eactamBhd
Fort ltrortb, TX 7613?-0520

Isflred Date: 07ru211008

Deury Bucaueg
City of Lodi
1331 SouthHamLane
Lodi, CA 9i242

r- FE^'ISIBITITI' REPORT **

The Fede¡at ¡lviatiou Afuiuighatiou has conducted a lin¡ited aerou¡utical revierv coocerniog tlre feasibilitl of a
stnrcture decsibsd aç follsç"s:

Feasibility Stuúy' Pon'er Liue - Pole 2J
Lodi, CA
38-05-52.80tç ¡IAD 83

121-?2-09.26W
50 Èet above ground level (AGl)
63 feet above u¡Ëan sea level (Alr'fSL)

Paee I of3

The re.¡ult: of this revi$r' can be for¡ud ou the attached page(s).

h-OTE: THE RESUT.TS OF OL:R Ln'fITEÐ REV:IELS ¡fOT AI OFFICT{L DETERMB¡ATION OF

FI}{ÐtriGS BITTONLYAREPORTBASED ON ffiEGE¡{ER.{LORESTIh,fATED INFORIi'ÍATIO}í
SUPPLIEDFORTHE STRLICIURE. SIf FUTURE. OFFICIALÂEROITJAUTICAL STUDYIVÍ¡.Y
REVEAT DIFFERE¡{T RESULTS.

If ue cau h of fii¡ther assistance, please coutact ou office at (ll0) 7:5-ó5 j7. Oa any futrue correspoudence

conceruing this ûratt€r. pleåse refrr to Aero,nautical Stud-v- Number 2008-411¡P-3491-OE.
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Lodi West 60kV Power Line
Preferred Alternative Line Route Study

5.3 FAA Letter: Resu/fs of Feasibility Study (continued)

Additional information for ASN 2008-AWP-3491-OE
Structure height at this location would not exceed an FAR Part77 obstruction standard.

Page2 o13
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LodiWest 60kV Power Line
Preferred Alternative Line Route Study

5,3 FAA Letter: Results øf FeasihÍlity Study (eontinued)

l'eriEei ìÁrp for.{SN 2û&AITP;}191-OE

Plç3 of 3
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5.4 Letter to Land Owners re: Proposed Project

OITY COU¡{ËIL

J0ÁtlHE MöUHCË, btsTor
LAREY D. HANSFH,

M¿yo- ¡ro iÈff:¡sÊ
susAH iltlclrcÐcK
ÞÔE JÜHI{$ON
PHIL KATZAKIAI{

LodiWest 60kV Power Line
Preferred Alternative Line Route Study

CTTY TF LODI

ELET T ITIG UTILITY ÞE PåRT¡,IE¡.IT
oEûÊcE F. MoRnOW, DtREt:tR

tÈ3'l ËûUTfl llAl¡l LANF
L0Dl. 0.È,LrFüFHrÀ s524¡

El:\lR l(lHß, Cily hl*tr;rgnr

nArruì JÛHL, +tt'/ c¡êrk

O $TEPHEH GCHITABAUER.
CilÏ AllnrreÍ

'l'ltc Ci$ uf t¡úi. thnrrr¡tr itl F.'lcctri* [',tility l)c¡rcr:nrcnr, is sfrrdyiq lhu felcibilil-r¡ rlf cnnstnuting rn elecrriÇ
por+r liuo ûnnr úrc \thitc fllnlrglì t$å adjlrurnt t$ l-j tr *n EleËtr¡ç sut¡stutiryn nqrr l{cttlcmul l,¡nc ¡lrd J,rm+r
SisÊrâmcnto F.c$d.

no.uo'*ü''Wisi¡lrhoaruur¡.lthcpm¡osot|roUtt,*ervuuldlilicl¡¡gh¿rrthc
uunurptual frhrì$ t*'ilLltu rnd olt¡in yô¡rr +(l¡llrilrtj. Frrtlhu¡:k on rfi+ pla¡s r+-ill asrist thc ËiLy r¡lt¡di in
giril¡ing an undcrstrrtdiug uI llrc crmr,rnr and isste¡ oluffcutrd ¡nn¡rurt¡'e¡*,ngrg a¡d ideully rr bu_r-in frrm *r,¡
strkcüullenr ¡nin] 101ñË DË¡l¿Í1¡¡runt lìrmrliring plru* fur c,unsidr.ration lrydr+ ('itv founcit,

Ae indiç¡rerf i¡r lh$ cmccFht¡rl plariu, e pcntion afürc roule unrlcrsnnidsruinn *ntrltl rorlubc arquiririrm ull
utiJity right+l:r*u:¡ fronr }r{l fqr llru scutim of thc m$lÊ Îbfir r"uuld hc sn ynurprrrp+tt1.

Notrittr¡tgudi¡g thc nritentlrl ürÊtd fur rurl¡ ¡ rigtt-of-TrrÏ. lhir ù:ltcr i* pat ¡n cffrr or fl *r{wål lc cnlcr
inrô nsgtüåt¡ü¡r ûrr tLo acqulrltlou oll¡nil rigtú hetr++r tlm Citv urt<ñ-¡ e¡¿ ,hlffi
lliffi¡¡nbçr, ro ð¡ririr¡n tn ilrqulr+ pruËrt! t'or the ¡rrpornt pnrjrxf hrr hccn mqd+ tv t!* Ctrr
Crrunril. l'his lerfer irur.n:ly un inqr¡i¡v as lu !.rur urillingnes* lo eilsrurs thr ¡rnr¡nr+d prnjcct. nith CiE¡ Btrll'
¡nrl its uunrult¡nt ¡û ú¡t *e ucn s¡iscçr thÊ çr)¡$çnrs irnd irsuce rrf pnop*ly o."rror, rvi*rìn úc ¡rtpn*+d plojr*l
arÊû,

'l'hc {.}iþ's crrnuultam, }folr Sl¡eirù olR};S lJtil.ity Colurkirr.q, i* crrncrnly gnrhtri.ng frt{bo¡k frrrm kqv
a$crt+içr tuu.l rlrrlperry sÈ'ncrs- lÞf¡. $frËich ç'it¡ cr|t¡t¡lÊt .vtlu tL'ri.rl uF a nlsú[ing, rlt llw rnrutinF, hc $iil slr¡rg
thc lbllowiLrg it¡¡ns *,iú ¡nrr a-urJ nr¡ucrt your lintlb'.r*k

l. l'he colüËp{ur¡lFmjcsf ÞJffût.
1. 'lï¡c 

¡ropusud locnion lhr tbe.linc s¡*tion thatn'ould üç u¡r ¡¡r ne$r !.ülrr lllÐpefryr ñ!d
:Ì. 'l'hc pf$c€s5 thðlwrït¡ldor;cu¡i.f d¡uu¡¡luisitionof¡.riglrt rrf uuyucrcn".or*a,y

luçqrruui4yottft¡tlÉüt¡rlãfttrinnrtganlingthirim¡mufil¡tluur. PlcsÍc.dnn'theeirat+r¡¡cu¡l¡rgtm+if_rr¡u
lrule ury r¡rrc*liûJl$ û¡ uur¡cËrnr.

f1
Si¡luçdlv'.l-./ "
I

I tPrnt¿-'J'F-
ffiforF. trforn¡¡'
Lorti Èl¡u:trt I ltttt¡v Diru:to r

.luly I ff, Ì00t
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LodiWest 60kV Power Line
Preferred Alternative Line Route Study

5.5 Proposed Line Route Base Maps

Note: 200:1 scale ú7'øll Møps, one møpfor eøch Lìne Section, 7,2, and 3,
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